
Minimum Test Times for Additional Modern Welding Tanks 

Glasteel II Model GS-13, GS-16 & Glasteel Model GS-19 

(Not specifically listed in Table 3, but calculated in accordance with the 01/2012 Modern Welding third- 

party certified tank testing protocol) 

 
Tank Capacity (gal.) Tank Diameter (in.) Modern Test Time (hrs.) 

7,500 (Calculation Sheet) 72 13.2 

4,000 (Calculation Sheet) 96 11 

18,000 (Calculation Sheet) 120 17.75 

22,000 (Calculation Sheet) 120 18.5 

24,000 (Calculation Sheet) 120 19.5 

25,000 (Calculation Sheet) 120 20 

30,000 (Calculation Sheet) 120 26 

19,400 (Calculation Sheet) 126 19 

26,000 (Calculation Sheet) 126 21.5 
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https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-7500-gallons-72-inch-od-tank-test-time/open
https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-4000-gallons-96-inch-od-tank-test-time/open
https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-18000-gallons-120-inch-od-tank-test-time/open
https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-22000-gallons-120-inch-od-tank-test-time/open
https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-24000-gallons-120-inch-od-tank-test-time/open
https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-25000-gallons-120-inch-od-tank-test-time/open
https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-30000-gallon-120-inch-od-tank-test-time/open
https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-19400-gallons-126-inch-od-tank-test-time/open
https://www.deq.nc.gov/waste-management/dwm/ust/pib/pib-guidance-docs/modern-welding-26000-gallons-126-inch-od-tank-test-time/open

